Solar radiation intensity significantly influences the cooling loads of building, and the two are correlated and accorded to a certain extent. This study proposes a double effect LiBr-H 2 O absorption cooling system based on the parabolic trough collector (PTC) of solar heat energy. Thermodynamic models including PTC and absorption chiller are constructed, and their accuracy is verified by comparing the simulation results and the experimental data. Subsequently, the impact of variable design parameters on the thermodynamic performance is analyzed and discussed. The analysis of a solar cooling system in a hotel case study is related to its operation in a typical day, the average coefficient of performance of the absorption chiller is approximately 1.195, and the whole solar cooling system achieves 61.98% solar energy utilization efficiency. Furthermore, the performance comparison of a solar cooling system in different types of building indicates that higher matching and a higher correlation coefficient between the transient solar direct normal irradiance and cooling load is helpful in decreasing the heat loss and improving systemic performance. The solar cooling system in the office building exhibits a correlation coefficient of approximately 0.81 and achieves 69.47% systemic thermal efficiency.
Introduction
The energy consumption of heating, ventilation, and air conditioning (HVAC) systems in office buildings generally accounts for 30% of the total building energy consumption [1] . Moreover, in developed countries or areas with extreme climates, it increases up to 50% [2] . In order to improve energy efficiency and reduce energy consumption, passive technologies such as solar gain wall; photovoltaic (PV) green roofs and passive cooling; and HVAC technologies including radiant heating/cooling systems, variable-air-volume-based air-conditioning systems, and so on, have been proposed and developed from different aspects [3] . A method used in these technologies involves adopting renewable energy, such as biomass [4] and solar energy [5] , to replace fossil fuels. Solar energy is an alternative for fossil energy owing to its high reserve, wide distribution, renewal, and non-polluting capabilities.
The combination of cooling and solar energy is a suitable method to realize a better balance between solar thermal energy input and cooling output in the future market [6] . Typically, the collection of higher solar energy is involved when a building needs increased cooling demand. Consequently, a solar cooling system is employed to reduce electricity consumption at the peak of summer and relieve electricity shortages. The main alternative routes from solar energy into the cooling system include solar thermal or electric PV, and the corresponding cooling thermodynamic cycles such as absorption simulations or experiments. However, the performances in off-design work conditions involved the whole system and the different characteristics of building cooling loads were examined in a few studies from the literature.
The specific objectives of this work are to propose a double-effect absorption chiller system driven by solar thermal energy collection through PTC, to analyze the thermodynamic performances of the solar cooling system, and to characterize its applicability in different buildings with different cooling loads using the correlation coefficient. Section 2 proposes the integrated solar cooling system and models the equipment and system. Section 3 analyzes the thermal performances including design and off-design work conditions, and discusses application performances in different kinds of buildings. Section 4 summarizes the conclusions of the study.
System and Model

System Description
The flowchart of the proposed double-effect LiBr-H 2 O absorption chiller system driven by PTC is shown in Figure 1 The complete system consists of a solar heat collecting subsystem, a heat storage subsystem, a heat exchange subsystem, and a double-effect LiBr-H 2 O absorption chiller driven by steam. Sunlight is irradiated on a parabolic reflector and is reflected on the absorber by a mirror. The heat conducting oil (HCO) into the absorption tube (state 1) is heated to a high temperature (state 2). Subsequently, the high temperature HCO (state 7) enters the heat exchanger to produce steam (state 14), and the low temperature HCO is returned to the PTC through heat release (state 8). The steam with high temperature and high pressure is used to drive the absorption chiller to produce chilled water for space cooling (states 19 and 20) . The steam releasing heat becomes the condensated water (state 15) and then returns to the heat exchanger.
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System and Model
System Description
The flowchart of the proposed double-effect LiBr-H2O absorption chiller system driven by PTC is shown in Figure 1 The complete system consists of a solar heat collecting subsystem, a heat storage subsystem, a heat exchange subsystem, and a double-effect LiBr-H2O absorption chiller driven by steam. Sunlight is irradiated on a parabolic reflector and is reflected on the absorber by a mirror. The heat conducting oil (HCO) into the absorption tube (state 1) is heated to a high temperature (state 2). Subsequently, the high temperature HCO (state 7) enters the heat exchanger to produce steam (state 14), and the low temperature HCO is returned to the PTC through heat release (state 8). The steam with high temperature and high pressure is used to drive the absorption chiller to produce chilled water for space cooling (states 19 and 20) . The steam releasing heat becomes the condensated water (state 15) and then returns to the heat exchanger. The double-effect LiBr-H2O absorption chiller includes a high-pressure generator (HG), a lowpressure generator (LG), a condenser, an evaporator, an absorber, a low temperature heat exchanger (LX), a high temperature exchanger (HX), two solution reducing valves, and two refrigerant expansion valves. The high temperature steam produced by the HCO flows into the HG to generate the primary steam (state r1) and a concentrated working solution (state s5). Subsequently, the two streams enter into two different circulations: solution circulation and refrigerant circulation. In the The double-effect LiBr-H 2 O absorption chiller includes a high-pressure generator (HG), a low-pressure generator (LG), a condenser, an evaporator, an absorber, a low temperature heat exchanger (LX), a high temperature exchanger (HX), two solution reducing valves, and two refrigerant expansion valves. The high temperature steam produced by the HCO flows into the HG to generate the primary steam (state r1) and a concentrated working solution (state s5). Subsequently, the two streams enter into two different circulations: solution circulation and refrigerant circulation. In the Energies 2018, 11, 2679 4 of 17 solution circulation, the weak solution (state s1) produced in the absorber is pumped through the LX and HX to recover the surplus heat of the medium concentration solution from LG (states s8 and s9) and the strong concentration solution from HG (states s5 and s6), respectively. The weak solution (state s4) is then introduced into the HG, where it is heated and concentrated into medium concentration solution (state s5) by the steam resource, and thus high pressure refrigerant steam (state r1) is produced. The medium concentration solution (state s5) then passes through the HX and enters the LG after decreasing the pressure (state s7), where the medium concentration solution is further concentrated into a strong solution (state s8). The strong solution enters the absorber after it is cooled in the LX. In the refrigerant circulation, the refrigerant steam from the HG (state r1) condenses in the LG and low-pressure refrigerant steam (state r2) is generated. Both the high-pressure refrigerant water (state r2) and low-pressure refrigerant steam (state r3) flow into the condenser. The refrigerant water (state r5) is throttled and introduced into the evaporator to generate chilled water (states 19 and 20) . Finally, the refrigerant steam (state r7) is absorbed by a strong solution in the absorber.
In the solar cooling system, a heat storage tank (HST) is necessary to match the heat supply from solar PTC and the cooling demand of building, and it adopts molten phase change material (PCM) storage. The PCM HST is connected in parallel to the collector field to enable charging and discharging. There are three operation switch modes of HST. Firstly, when the heat collected by the PTC exceeds the heat demand for cooling load, the valve V1 splits HCO to two streams (states 3 and 5). One of streams through the valves V2 and V3 is sent to heat exchanger to produce steam for chiller, and another stream being the excess heat through the HCO (states 3 and 4) is stored in the HST. The return HCO from HST and heat exchanger (states 4 and 8) through the valves V4 and V5 is sent together to the PTC again. Secondly, when the heat collected by the PTC is less than the heat demand, a part of HCO (state 10) is sent to the HST to absorb the stored heat, and then, with all HCO from the PTC through controlling the valve V1, it is sent to the heat exchanger to produce steam. Thus, the heat from the HST (states 10 and 11) is removed to supplement the shortage. Finally, when the heat collected from the PTC is not available in the night or daytime with no solar radiation, the valves V1 and V5 are closed and the cycle of the collected heat of PTC (states 3 and 4) does not work. The heat demand of cooling system is supplied by the HST through controlling the valves V2 and V4. During the operation process, the heat of flows, including that of HCO, steam, and storage stream, is adjusted by changing the flow rates.
Thermodynamic Model
PTC
A solar PTC mainly consists of a parabolic mirror, a glass tube, and a metal tube [26] , and this is shown in Figure 2 The parabolic mirror uses aluminum or silver to reflect solar radiation to the surface of the metal tube and is covered by a coating with high absorptivity and low emissivity; it then heats the HCO in the metal tube. The space between the glass tube and metal tube is set to vacuum to reduce heat loss. solution circulation, the weak solution (state s1) produced in the absorber is pumped through the LX and HX to recover the surplus heat of the medium concentration solution from LG (states s8 and s9) and the strong concentration solution from HG (states s5 and s6), respectively. The weak solution (state s4) is then introduced into the HG, where it is heated and concentrated into medium concentration solution (state s5) by the steam resource, and thus high pressure refrigerant steam (state r1) is produced. The medium concentration solution (state s5) then passes through the HX and enters the LG after decreasing the pressure (state s7), where the medium concentration solution is further concentrated into a strong solution (state s8). The strong solution enters the absorber after it is cooled in the LX. In the refrigerant circulation, the refrigerant steam from the HG (state r1) condenses in the LG and low-pressure refrigerant steam (state r2) is generated. Both the high-pressure refrigerant water (state r2) and low-pressure refrigerant steam (state r3) flow into the condenser. The refrigerant water (state r5) is throttled and introduced into the evaporator to generate chilled water (states 19 and 20) . Finally, the refrigerant steam (state r7) is absorbed by a strong solution in the absorber.
Thermodynamic Model
PTC
A solar PTC mainly consists of a parabolic mirror, a glass tube, and a metal tube [26] , and this is shown in Figure 2 The parabolic mirror uses aluminum or silver to reflect solar radiation to the surface of the metal tube and is covered by a coating with high absorptivity and low emissivity; it then heats the HCO in the metal tube. The space between the glass tube and metal tube is set to vacuum to reduce heat loss. The heat transfer process and the thermal resistance model considering one-dimensional heat transfer is shown in Figure 3 [27] . The solar radiation is reflected onto the glass tube through the parabolic mirror. The reflected sunlight passes through the glass tube to reach the outer surface of the metal tube. The metal pipe is heated owing to the higher density of sunlight on the outer wall of the metal tube, and the thermal energy is then transmitted to the working fluid, HCO, through heat conduction and convection, in that order. Thus, the flowing HCO is heated to collect solar heat. The heat transfer process and the thermal resistance model considering one-dimensional heat transfer is shown in Figure 3 [27] . The solar radiation is reflected onto the glass tube through the parabolic mirror. The reflected sunlight passes through the glass tube to reach the outer surface of the metal tube. The metal pipe is heated owing to the higher density of sunlight on the outer wall of the metal tube, and the thermal energy is then transmitted to the working fluid, HCO, through heat conduction and convection, in that order. Thus, the flowing HCO is heated to collect solar heat. The following points are assumed during the heat transfer analysis of PTC.
(1). The space between the metal and glass tubes does not absolutely correspond to the vacuum because of a small amount of residual air, thus the convection heat transfer exists. (2) . The heat conduction between the metal tube and hose is ignored.
(3). The heat conduction between the metal tube and bracket of the PTC is ignored.
The solar radiation energy absorbed by the metal tube, so l Q , is expressed as follows [28] :
where I is the solar direct normal irradiance (DNI), A is the collector area, opt η is the PTC's optical efficiency, θ is the solar incidence angle, IA M is the solar incidence angle modifier, and 5
ε is the reflectivity of glass outer wall. A part of the absorbed heat of the metal tube is transmitted to the working fluid, HCO, and another part is transferred to the inner wall of glass tube. Consequently, the heat balance is expressed as follows [27] :
where 23cond Q is the heat conduction between the inner wall and outer wall of the metal tube; 34rad Q and 34 conv Q are the radiation heat and the convection heat between metal tube and glass tube, respectively; and 34cond Q is the heat conduction of the air in the space between metal and glass tubes.
The conductive heat from the outer wall of metal tube to inner wall is absorbed by the HCO through convective heat transfer, and it is assumed that they are equal at the instantaneous steady state condition.
(
Additionally, the heat absorbed by the HCO, 12 conv Q , is calculated as follows [29] :
where 12conv λ is the convective heat transfer coefficient in the single-phase region and can be defined as follows: The following points are assumed during the heat transfer analysis of PTC.
The solar radiation energy absorbed by the metal tube, Q sol , is expressed as follows [28] :
where I is the solar direct normal irradiance (DNI), A is the collector area, η opt is the PTC's optical efficiency, θ is the solar incidence angle, I AM is the solar incidence angle modifier, and ε 5 is the reflectivity of glass outer wall. A part of the absorbed heat of the metal tube is transmitted to the working fluid, HCO, and another part is transferred to the inner wall of glass tube. Consequently, the heat balance is expressed as follows [27] :
where Q 23cond is the heat conduction between the inner wall and outer wall of the metal tube; Q 34rad and Q 34conv are the radiation heat and the convection heat between metal tube and glass tube, respectively; and Q 34cond is the heat conduction of the air in the space between metal and glass tubes. The conductive heat from the outer wall of metal tube to inner wall is absorbed by the HCO through convective heat transfer, and it is assumed that they are equal at the instantaneous steady state condition.
Additionally, the heat absorbed by the HCO, Q 12conv , is calculated as follows [29] :
where λ 12conv is the convective heat transfer coefficient in the single-phase region and can be defined as follows: λ 12conv = Nu D 2 k 1 D 2 and Nu D 2 = 0.023Re 0.8 Pr 0.4 , for which the validity is in the ranges of 0.6 ≤ Pr ≤ 160, Re ≥ 10, 000, and L D 2 > 10. L is the length of collector; D 2 is the diameter inside of the metal tube; Nu D 2 is the Nusselt number; Re is the Reynolds number; Pr is the Prandtl number; k 1 is the thermal conductivity coefficient of the HCO at the temperature of T 1 ; A 2 is the inner area of the metal tube; T 1 and T 2 are the average temperatures of the HCO (T 1 = T i +T o 2 ) and the inner wall of metal tube, respectively; and T i and T o are the inlet and outlet temperatures of HCO, respectively. The heat absorbed in the inner wall of glass tube through heat conduction, convection, and radiation transfers to its outer wall through conduction and is expressed as follows:
where Q 45cond is the heat conduction between the inner and outer wall of the glass tube, and is emitted to the atmosphere through heat convection and radiation. Thus, the following expression holds:
where Q 56conv and Q 57rad are the convective heat and radiation heat between the outer wall of glass tube and atmosphere, respectively. Therefore, the thermal efficiency of the collector is defined as the ratio of the solar radiation energy absorbed by the working fluid in the metal tube to the received total energy on the mirror of the PTC, and is expressed as follows [30] :
where η PTC is the thermal efficiency of the PTC.
In the study, the SEGS (Solar Electric Generating System) LS-2 PTC [31] is employed to heat the HCO for the generation of steam. The design parameters [5, 30, 31] are listed in Table 1 . Because of the discontinuity of solar energy, the additional collection area should be considered to satisfy the heat demand for producing chilled water at night. Thus, the collected heat from the PTC covers the heat demand in the daytime and the stored heat for utilization at night. Consequently, the total collection area of the PTC is estimated according to the heat demands of cooling loads, as follows:
where Q Di is the heat demand to match the hourly cold load when solar energy is available; Q D−night is the heat collected by the PTC to satisfy the total demand at night; X 1 is the time when the collector begins to work; X N is the last time of the collector's work; a, b, and c are the heat loss coefficients during heat storing, static storage, and heat releasing of the HST, respectively (herein, all of them are set to 0.1); and I i and η i are the DNI in the i-th hour and the corresponding collection efficiency of solar thermal energy, respectively. During the computation process of the collector's area, the thermal efficiency of PTC is obtained through simulation programs using Engineering Equation Solver (EES) after setting the cooling load of a building in a typical day. 
Absorption Chiller
A double effect LiBr-H 2 O absorption chiller driven by steam is integrated with the solar thermal collection system in which its COP is relatively high in several types of absorption chillers driven by hot water or exhausted gas. During modeling and calculation of the absorption chiller, the following assumptions are considered [5] :
(1). The heat losses in each component and the pressure losses between each connection lines are ignored. (2) . The systemic analysis is based on the steady state, and the LiBr-H 2 O solution is steady during the cycle. (3). The states are statured and include the outlet refrigerant steam of evaporator, the outlet refrigerant liquid of condenser, the outlet weak solution of absorber, and the outlet solution of HG and LG. (4) . The power consumption of solution pump is ignored. (5) . Counter flow heat exchanger is employed, and the logarithmic mean temperature difference is adopted in the heat transfer calculation.
During the cycle of LiBr-H 2 O solution, the balances of each component including mass, energy, and solution phase equilibrium are employed to construct the thermodynamic model and the universal formulations are listed as follows [32] :
where m, w, and h represent mass, concentration, and enthalpy, respectively; and the subscripts i and o represent the inlet and outlet of the component, respectively.
Thus, given the pump's power consumption, the energy balance of the absorption chiller is expressed as follows [33] :
where Q HG is the heat absorbed by the HG, Q C is the heat absorbed by the evaporator, Q A is the heat released by the absorber, and Q Con is the heat released by the condenser. Its COP is defined as follows:
Evaluation Criteria
Appropriate evaluation criteria are selected to assess the performances of the absorption system based on the parabolic trough solar collector. The systemic thermal efficiency, η sys , is defined as the ratio of the cooling output to the total solar energy input, and is expressed as follows [30] :
Results and Discussions
Validity of Models
The main constructed models, including PTC and absorption chiller, are verified to show their validities. Firstly, the simulated outlet temperature of HCO in the PTC model is compared with the experimental data at the same parameters [31] , and the relative errors of the outlet temperature of HCO at seven sets of work conditions are shown in Table 2 . The maximum relative error is 1.29%, and the average relative error is 0.89%, which is within the acceptable range. Secondly, the thermodynamic model of the absorption chiller driven by steam is established and simulated by using EES, and in particular, the thermal properties of the LiBr-H 2 O solution are directly obtained in the EES software. In order to verify the accuracy of the simulated model, the model and results from the literature [34] are referred to for comparison purposes. Because there are 17 internal states in the absorption chiller and 7 interactive states, the average relative errors of each parameter are employed to verify the model of absorption chiller, and the comparison results are shown in Table 3 . It is observed that the error of temperature is the highest, although it is only 0.056%. Consequently, the simulation error and the accuracy of modeling is acceptable. Given the simulation, the COP of absorption chiller is approximately 1.312, which is the same as the reference value in previous studies. 
Performances of the Solar Collector
The solar heat collecting subsystem is the base of the absorption chilling system, and this significantly influences the systemic performances. The impacts of solar DNI and temperature and flow rate of the HCO on the thermal efficiency of a LS-2 PTC in Table 1 are analyzed on the base parameters of No. 2 work conditions in Table 2 . Figure 4 displays the variations in the heat collecting efficiency and HCO outlet temperature with the different DNI when the inlet temperature and flow rate of the HCO are 151 • C and 47.8 L/min, respectively. It is evident that the thermal efficiency increases with the increasing DNI. The thermal efficiency is approximately 63.2% when the DNI is 200 W/m 2 . When the outlet temperature is set as constant, the lower DNI requires a lower flow rate of the HCO. However, the HCO easily appears as a coking phenomenon in the heat collecting tube as a result of an excessively high temperature when the flow rate of the HCO is excessively low, and then coke deposits will affect the heat transfer performance, even resulting in tube failures. Consequently, the heat collection system stops working to avoid the phenomenon of coking at an excessively low flow rate, resulting from the low DNI. The higher DNI leads to a higher temperature of the metal tube wall, and this enlarges the temperature difference between the HCO and the metal tube and enforces their heat transfer. The collection thermal efficiency increases to 65.4% when the DNI increases to 900 W/m 2 . Additionally, the growth rate of the heat collecting efficiency at the lower solar radiation exceeds that at the higher solar radiation. At the initial stage of increasing DNI, the higher temperature difference between the metal tube and HCO promotes heat conduction and then leads to the overall increase in the solar collector efficiency. A further increase in the DNI decreases the temperature difference between the metal tube and HCO and the increasing rate of the collection efficiency also becomes slow. In addition, differently to the changing trend of collection efficiency, the HCO outlet temperature increases with the increasing Energies 2018, 11, 2679 9 of 17 DNI and the increasing speed is kept constant. When the DNI increases by 100 W/m 2 , the outlet temperature of the LS-2 collector will increase by approximately 2 • C.
the growth rate of the heat collecting efficiency at the lower solar radiation exceeds that at the higher solar radiation. At the initial stage of increasing DNI, the higher temperature difference between the metal tube and HCO promotes heat conduction and then leads to the overall increase in the solar collector efficiency. A further increase in the DNI decreases the temperature difference between the metal tube and HCO and the increasing rate of the collection efficiency also becomes slow. In addition, differently to the changing trend of collection efficiency, the HCO outlet temperature increases with the increasing DNI and the increasing speed is kept constant. When the DNI increases by 100 W/m 2 , the outlet temperature of the LS-2 collector will increase by approximately 2 °C. The variations in heat collecting efficiency with the DNI and HCO temperature (from 100 °C to 300 °C) are shown in Figure 5 , when the flow rate of HCO is 47.8 L/min. It is observed that the thermal efficiency decreases with the increasing inlet temperature of HCO. The lower inlet temperature results in a higher temperature difference between the metal tube and the HCO and enhances the heat transfer of the solar collector. Additionally, the decline of efficiency at the DNI of 300 W/m 2 from 65.5% to 57.7% exceeds that at 700 W/m 2 from 66.0% to 61.8%. This indicates that the higher inlet temperature of HCO influences the thermal efficiency more evidently at the low DNI. The variations in heat collecting efficiency with the DNI and HCO temperature (from 100 • C to 300 • C) are shown in Figure 5 , when the flow rate of HCO is 47.8 L/min. It is observed that the thermal efficiency decreases with the increasing inlet temperature of HCO. The lower inlet temperature results in a higher temperature difference between the metal tube and the HCO and enhances the heat transfer of the solar collector. Additionally, the decline of efficiency at the DNI of 300 W/m 2 from 65.5% to 57.7% exceeds that at 700 W/m 2 from 66.0% to 61.8%. This indicates that the higher inlet temperature of HCO influences the thermal efficiency more evidently at the low DNI. When the inlet temperature of the HCO is 151 °C and the other parameters remain unchanged, the variations in the thermal efficiency of the PTC with the DNI and HCO flow rate are displayed in Figure 6 It is observed that the higher flow rate of the HCO results in a higher collecting efficiency of solar heat. At a constant DNI, the higher flow rate decreases the outlet temperature of the HCO, and then the average temperature of the HCO naturally declines. However, the total temperature difference between the HCO and metal wall increases, and this enhances the heat transfer and increases the collection efficiency. At a higher flow rate, the changes in the average temperature of When the inlet temperature of the HCO is 151 • C and the other parameters remain unchanged, the variations in the thermal efficiency of the PTC with the DNI and HCO flow rate are displayed in Figure 6 It is observed that the higher flow rate of the HCO results in a higher collecting efficiency of solar heat. At a constant DNI, the higher flow rate decreases the outlet temperature of the HCO, and then the average temperature of the HCO naturally declines. However, the total temperature difference between the HCO and metal wall increases, and this enhances the heat transfer and increases the collection efficiency. At a higher flow rate, the changes in the average temperature of the HCO are low, such that the increasing rate in the thermal efficiency also becomes slow. When the DNI is 700 W/m 2 and the flow rate of HCO increases from 20 L/min to 35 L/min, the collector efficiency increases from 63.98% to 64.96%. However, the thermal efficiency increases slowly at a higher flow rate, and it increases by only 0.43% when the flow rate increases to 55 L/min. When the inlet temperature of the HCO is 151 °C and the other parameters remain unchanged, the variations in the thermal efficiency of the PTC with the DNI and HCO flow rate are displayed in Figure 6 It is observed that the higher flow rate of the HCO results in a higher collecting efficiency of solar heat. At a constant DNI, the higher flow rate decreases the outlet temperature of the HCO, and then the average temperature of the HCO naturally declines. However, the total temperature difference between the HCO and metal wall increases, and this enhances the heat transfer and increases the collection efficiency. At a higher flow rate, the changes in the average temperature of the HCO are low, such that the increasing rate in the thermal efficiency also becomes slow. When the DNI is 700 W/m 2 and the flow rate of HCO increases from 20 L/min to 35 L/min, the collector efficiency increases from 63.98% to 64.96%. However, the thermal efficiency increases slowly at a higher flow rate, and it increases by only 0.43% when the flow rate increases to 55 L/min. 
Performances of Absorption Chiller
An absorption chiller with a 1000-kW cooling output is simulated using the model constructed above. The design parameters and their performance with respect to the design work conditions are listed in Table 4 . It is observed that the COP is approximately 1.332. The performances of the absorption chiller change when a few parameters, including cooling load, temperature, or flow rate of cooling water, are different from the design work conditions during the actual operation. Figure 7 shows the variations in the cooling load and COP with the steam flow rate. The COP increases from 0.893 to 1.332 when the cooling load factor increases from 20% to 100%, which is similar to the changing trend of the absorption chiller driven by high temperature exhausted gas in the literature [33] . The reason for the decreasing COP with the decreasing steam flow rate is that the temperature, pressure, and concentration LiBr solution in the HG decline with the decreasing steam flow rate; the flow rate of H 2 O steam naturally becomes less; the circulating ratio will increase quickly; and these influences result in the decline of COP. Table 4 . Design parameters and performances of the absorption chiller on the work conditions. HG-high-pressure generator; HX-high temperature exchanger; LG-low-pressure generator; LX-low temperature heat exchanger; COP-coefficient of performance. The reduction of steam flow rate leads to a decrease in the intermediate solution temperature. Subsequently, the high-pressure refrigerant vapor decreases and the concentration of the intermediate solution decreases. With the decreases in the high-pressure refrigerant vapor, the absorbed heat in the LG is reduced. Consequently, the outlet temperature of concentrated solution reduces, the concentration of the concentrated solution decreases, and the cooling capacity reduces. With the increase in steam flow rate, the temperature, pressure, and concentration of the HG increase to the limits of the unit itself. During the increase, the COP increases rapidly at the initial increasing stage because of the higher difference, and the increasing speed of COP then decreases. 
Parameter
Systemic Performances
In order to analyze the performances of the complete system including solar collecting subsystem and absorption chiller, a hotel building in Beijing (north latitude 40° and east longitude 116°) is selected as a case study [35] . The hourly cooling loads were simulated using the Software DeST through setting the occupancy schedules of people, electric equipment, and light, among others. The hourly cooling loads and solar irradiance in a typical day (15 July) are shown in Figure 8 . 
In order to analyze the performances of the complete system including solar collecting subsystem and absorption chiller, a hotel building in Beijing (north latitude 40 • and east longitude 116 • ) is selected as a case study [35] . The hourly cooling loads were simulated using the Software DeST through setting the occupancy schedules of people, electric equipment, and light, among others. The hourly cooling loads and solar irradiance in a typical day (15 July) are shown in Figure 8 . 
In order to analyze the performances of the complete system including solar collecting subsystem and absorption chiller, a hotel building in Beijing (north latitude 40° and east longitude 116°) is selected as a case study [35] . The hourly cooling loads were simulated using the Software DeST through setting the occupancy schedules of people, electric equipment, and light, among others. The hourly cooling loads and solar irradiance in a typical day (15 July) are shown in Figure 8 . In order to satisfy the cooling loads of a complete day, the collection area of the PTC is 2886 m 2 , and 74 sets of LS-2 collectors based on the calculation methods in Equations (8) and (9) are used. In order to match the flow rate of the HCO and the requirement of absorption chiller, the 74 sets of collectors are divided into 8 rows that include 7 rows with 11 collectors and 1 row with 8 collectors in a series. At the base design work conditions, the design parameters and system performances are listed into Table 5 . In order to satisfy the cooling loads of a complete day, the collection area of the PTC is 2886 m 2 , and 74 sets of LS-2 collectors based on the calculation methods in Equations (8) and (9) are used. In order to match the flow rate of the HCO and the requirement of absorption chiller, the 74 sets of collectors are divided into 8 rows that include 7 rows with 11 collectors and 1 row with 8 collectors in a series. At the base design work conditions, the design parameters and system performances are listed into Table 5 . In the solar collect system, adjustments in the flow rate of the HCO are employed to suit to the variation in DNI and maintain the constant outlet temperature of the HCO. Similarly, the cooling output is adjusted by changing the flow rate of steam into the absorption chiller and maintaining the constant inlet temperature of HG. Consequently, the inlet and outlet temperatures of the HCO and the HG in Table 5 are always kept constant. The hourly flow rate and transient collecting efficiency of PTC and COP of the absorption chiller are shown in Figures 9 and 10 , respectively. variation in DNI and maintain the constant outlet temperature of the HCO. Similarly, the cooling output is adjusted by changing the flow rate of steam into the absorption chiller and maintaining the constant inlet temperature of HG. Consequently, the inlet and outlet temperatures of the HCO and the HG in Table 5 are always kept constant. The hourly flow rate and transient collecting efficiency of PTC and COP of the absorption chiller are shown in Figures 9 and 10 , respectively. From Figure 9 , it is observed that the variation curve of steam flow rate shows a trend similar to the variation in the cooling load in Figure 8 . Additionally, the flow rate of the HCO matches the change in the DNI to stratify the constant outlet temperature of PTC. When the solar DNI is below 400 W/m 2 , the solar collector does not work, and the solar collector works for nine hours from 08:00 In the solar collect system, adjustments in the flow rate of the HCO are employed to suit to the variation in DNI and maintain the constant outlet temperature of the HCO. Similarly, the cooling output is adjusted by changing the flow rate of steam into the absorption chiller and maintaining the constant inlet temperature of HG. Consequently, the inlet and outlet temperatures of the HCO and the HG in Table 5 are always kept constant. The hourly flow rate and transient collecting efficiency of PTC and COP of the absorption chiller are shown in Figures 9 and 10 , respectively. From Figure 9 , it is observed that the variation curve of steam flow rate shows a trend similar to the variation in the cooling load in Figure 8 . Additionally, the flow rate of the HCO matches the change in the DNI to stratify the constant outlet temperature of PTC. When the solar DNI is below 400 W/m 2 , the solar collector does not work, and the solar collector works for nine hours from 08:00 From Figure 9 , it is observed that the variation curve of steam flow rate shows a trend similar to the variation in the cooling load in Figure 8 . Additionally, the flow rate of the HCO matches the change in the DNI to stratify the constant outlet temperature of PTC. When the solar DNI is below 400 W/m 2 , the solar collector does not work, and the solar collector works for nine hours from 08:00 to 16:00 in a typical day. During other times, the collector system is unable to collect the heat for the refrigeration cycle, and the HST supplements the heat demands as the heat source.
As shown in in Figure 10 , the collector efficiency reaches a maximum value of 65% at the highest DNI, and the collector efficiency does not exhibit significant changes during its work time. The heat collected is used to produce the cooling energy in its work time and is stored in the HST to drive the absorption chiller in its non-work time. Thus, there are nine hours (from 08:00 to 16:00) to collect heat for the 24 h of cooling demands shown in Figure 8 , and the results indicate that approximately 73% of the collected heat of the PTC is stored in the HST for heat demands in the night or daytime with no solar radiation (from 15:00 to 07:00). As discussed in the section on the COP variations with the steam flow rate in Figure 7 , the COP also exhibits a trend similar to the cooling loads. The minimum COP is approximately 0.884 at the lowest cooling load, while the maximum COP reaches 1.332 at the highest cooling load.
Thus, the utilization efficiency of solar energy is 61.98% in a typical day in which the average COP of absorption chiller is approximately 1.195, and the average collection efficiency of solar collector is 64.4%, as shown in Table 5 .
Applicability of the Solar Cooling System
The input of the cooling system is solar energy, and its output is the chilled water for building the cooling load. Both of these are uncertain and time variant. When they match well, the systemic performances including energy and economy improve. In order to demonstrate their correlations, a correlation coefficient between hourly cooling load and hourly DNI is introduced to compare the performances and to analyze two or more variable elements with relativity and measure the relative degree of correlation between the two variables. The correlation coefficient between variable arrays I and Q C , r(I, Q C ) is expressed as follows:
where Cov(I, Q C ) is the covariance of I and Q C and Var[I] and Var[Q C ] are the variances of I and Q C , respectively. The higher correlation coefficient implies increased consistency between the two variables. Two additional buildings in Beijing, namely a shopping mall and an office building, are selected for comparison with the hotel building and for analyzing the application of the solar cooling system in different buildings. The hourly cooling loads are shown in Figure 11 , and the simulation results are listed in Table 6 .
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The input of the cooling system is solar energy, and its output is the chilled water for building the cooling load. Both of these are uncertain and time variant. When they match well, the systemic performances including energy and economy improve. In order to demonstrate their correlations, a correlation coefficient between hourly cooling load and hourly DNI is introduced to compare the performances and to analyze two or more variable elements with relativity and measure the relative degree of correlation between the two variables. The correlation coefficient between variable arrays I and C Q , ( , ) C r I Q is expressed as follows: are the variances of I and C Q , respectively. The higher correlation coefficient implies increased consistency between the two variables. Two additional buildings in Beijing, namely a shopping mall and an office building, are selected for comparison with the hotel building and for analyzing the application of the solar cooling system in different buildings. The hourly cooling loads are shown in Figure 11 , and the simulation results are listed in Table 6 . As shown in Table 6 , the correlation coefficient in the office building (0.80) is the highest, while that in the hotel (0.16) is the lowest. This point implies that the solar DNI is more similar to the cooling load in the office building. Correspondingly, the thermal efficiency in the office building (69.47%) is the highest, while that in hotel (61.98%) is the lowest. Consequently, it is concluded that the increased correlation coefficient between solar DNI and cooling load allows the solar cooling system to achieve increased benefits and leads to increased thermal efficiency.
The relationship between hourly solar DNI and cooling load is analyzed, and the increased correlation coefficient implies more similar changing trends between system input, solar energy and system output, cooling energy. When the input completely matches the output, then the correlation coefficient is equal to 1.0 and the heat storage system as a balance segment for input and output is not necessary. Table 5 shows a comparison of the thermal storage ratios (which are defined as the ratios of the total stored heat to the total collected solar heat), and it is observed that the office building with the highest correlation coefficient and the highest thermal efficiency exhibits the lowest thermal storage ratio. The installation capacity of the HST in the office building is the lowest (2354 kWh), while that in the hotel building is the largest (8995 kWh). Consequently, the heat loss during heat storage and release decreases and the systemic thermal efficiency naturally increases.
Conclusions
The study proposed a double-effect LiBr-H 2 O absorption chiller based on solar PTC, constructed the thermodynamic model, and presented the thermodynamic performance analysis on the design and off-design work conditions. The following conclusions are obtained:
The comparisons of the simulation results from the constructed thermodynamic models and the experimental data indicated that the maximum relative error of solar PTC model is approximately 1.29% and the maximum error of the absorption chiller model is only 0.056%, which satisfied the requirements of thermodynamic simulation. The influence analysis of uncertain factors on solar PTC indicated that the outlet temperature of collector will increase by approximately 2 • C when the DNI increases by 100 W/m 2 in the case study. The solar irradiance has a strong effect on the collecting thermal efficiency. As for the absorption chiller, the influence of steam flow rate on its COP demonstrates that the COP increases rapidly with the increasing steam flow rate at a lower cooling load, and the increasing rate of COP then becomes slow with increases in the cooling load. In total, the combination of solar PTC and steam LiBr-H 2 O absorption chiller is a good method to match the energy level of medium temperature solar energy. The solar energy utilization efficiency reaches approximately 61.98% in the hotel building.
A correlation coefficient between solar irradiance and cooling load is proposed to quantify the applicability of the solar cooling system in the buildings. The performance comparison of the solar cooling system in different types of building indicates that better matching and a higher correlation coefficient between the transient solar DNI and cooling load is helpful in decreasing the heat loss and improving the systemic performance. The solar cooling system in the office building with a correlation coefficient of approximately 0.81 achieves 69.47% systemic thermal efficiency.
The thermodynamic performance of the solar cooling system on the design and off-design work conditions were only analyzed in this paper, while other performances such as economic feasibility, reliability, and availability are not considered. These aspects should be studied to promote the development of solar cooling systems in future research.
